
Desert View Power, Inc. an affiliate of 

Greenleaf 
POWER 

February 3, 2020 

DVP-200005 

Air Division Director 
U.S. Environmental Protection Agency 
Attn: AIR-5 
75 Hawthorne Street 
San Francisco, California 94105 

Subject: Desert View Power monitoring report for six-month period August 02, 2019 to February 02, 2020. 

Dear Sir: 

In compliance with our permit, Permit No. CB-OP 99-01, enclosed is the monitoring report for the six-month period of 
August 02, 2019 to February 02, 2020 for Desert View Power 

• Form sixmon - 6-Month Monitoring Report Parts A through E inclusive. 

• Form CTAC. 

• Excess Emissions and inoperative report August 02, 2019 to February 02, 2020. 

• Monthly reports for August 02, 2019 to February 02, 2020 will be retained on site. 

• Copy of SOON AQMD form completed during reporting period. 

If you have questions or comments, please feel free to call us at (760) 262-1653. 

Pl~nt Manager 



Desert Vic\\' P<)\\·er, lnc. an affiliate of 

Greenleaf 
POWER 

Air Pollution Control Officer 

Attention: Mr. David Jones, AQMD Supervisor 

South Coast Air Quality Management District 

21865 E. Copely Drive 

Diamond Bar, CA 91765-4182 



U.S. ENVIRONMENTAL PROTECTION AGENCY 

APPLICATION FOR FEDERAL OPERATING PERMIT, 40 CFR PART 71 

0MB Control No 2060 0336 

APPLICATION FORM CT AC - CERTIFICATION OF TRUTH, ACCURACY, AND COMPLETENESS BY RESPONSIBLE OFFICIAL 

INSTRUCTIONS: One copy of this fonn must be completed, signed, and sent with each submission of documents (i.e., application foml S, updates to 

applications, reports, or any information required by a part 71 permit). 

A. Responsible Official 

Name: (Last) Hildebrand 

Title Facility Manager 

(First) Heath 

Street or P.O. Box 62-300 Welmas Dr 

City Mecca 

Telephone (760_) 396-2554 Ext. 113 

State CA ZIP 92254 

Facsimile (760) 396-0410 

B. Certification of Truth, Accuracy and Completeness (to be signed by the responsible official) 

easonable inquiry, the 

¥---+---#l.~~"---'---\JL-=+--"----------"1--------- Date: 2/03/2020 

Name (typed) ________________________ Date: 2/03/2020 



0MB Control No 2060-0336 

U.S. ENVIRONMENTAL PROTECTION AGENCY 

FORMS FOR FEDERAL OPERATING PERMITS PROGRAM, 40 CFR PART 71 

FORM. SIXMON - 6-MONTH MONITORING REPORT 

A-Identifying Information. All facilities must complete this section. 

Source or company name Desert View Power 

Mailing address: Street or P.O. Box 62-300 Gene Welmas Dr PO Box 758 

City Mecca State: CA ZIP 92254-0758 

Contact person: Heath Hildebrand Title: Facility Manager 

Telephone(760) 396-2554_ Ext. 113 

Part 71 permit no. CB-OP 99-01 

B • Reporting Period. You must complete this section. The reporting period should be the 6-month, or shorter period, required by your part 71 permit. 

It will be assumed that the beginning date begins and ends at Midnight (12 AM.), unless you specify othenvise. 

Period beginning: 08/02/2019 Period ending: 02/02/2020 

---- CONTINUED ON NEXT PAGE ---



Form SIXMON Continued 2 

C. Monitoring Report 

All sources must complete this section. Use the table below to summarize all required monitoring, data, or analyses for the 6-month (or shorter) period specified in your permitt. In the first 
column,describe the monitoring,data,or analysis and cross-reference the relevant permit term. In the second column,list the emission units(Unit IDs)upon which the monitoring was performed. 
Use any Unit IDs assigned in the permit, if no IDs in permit, generally describe. You may list multiple units if all subject to the same monitoring requirements. In the third column indicate 
whether a separate monitoring report is required. Lastly, complete the fourth column only if you are required to submit a separate monitoring report. If submitted previously, indicate the date 
you submitted it; if submitted for the first time as an attachment to this form, assign an attachment identification (ID), mark the attachment with that ID, and attach the separate 
monitoring report to this form 

Monitoring, Data, or Analysis Requited by the Penni' Emission Units Separate Monitoring Date of Separate Report Submittal or Attach 
(Unit!Ds) Report? ent ID 

Monitoring report for six-month period from August 02, 2019 to February 02, 2020. 
Yes ' ' Reference Permit Conditions II E and III C. 01 - -- -- ---

- No 
Attachment ID --

Yes ' ' -- -- ----

- No 
Attachment ID --

Yes I I -- -- ----

- No 
Attachment ID --

Yes I I -- -- ----

- No 
Attachment ID --

Yes I I -- -- ----

- No 
Attachment ID --

Yes I I -- -- ---
- No 

Attachment ID --

Yes I I -- -- ----

- No 
Attachment ID --

Yes ' ' -- -- ----

- No 
Attachment ID --



Form SIXMON Continued 
D. De · iations that Should have been Reported Previously 

All sources must complete this section. Use the table below to summarize all deviations from permit terms required to be reported previously (prior to this report). Copy this page as many times 
as necessary to include all such deviations. In the first column, describe and cross-reference the permit terms for which there is a deviation. In the second column, list the Emission unit IDs where 
the deviation occurred, ifno IDs are listed in the permit. describe them instead. When reporting the beginning and ending times for deviations, use the 24-hour clock(e.g,midnight or 12 a.m. is 
00:00). Zone means time zone (e.g., EST or EDT). In the fourth colunm, specify the date when the written deviation report was submitted to the permitting authority. If a written deviation 
report was required, but it was not submitted by the required deadline, leave this field blank. Failure to submit a required deviation report (including those required to be submitted by telephone or 
fax), or late submittal of such reports is a deviation from permit terms that must be reported in Section E of this form. 

Pem 1 it Tenn for Which There is a Deviation Emission Units (unit IDs) Deviation Time Periods Written Deviation 
Date (mo!day/yr) Time (hr/min) Time Zone Report Submittal Date 

(mo/dv/vear) 

All deviations are listed under "E" of this report. Beginning 

Ending 

Beginning 

Ending 

Beginning 

Ending 

Beginning 

Ending 

Beginning 

Ending 

Beginning 

Ending 



Form SIXMON Continued 4 
E. Olher Dcvlnliqn5 From Penni! Tenns 

All sources must complete this section. Answer questions I rrougb 5 below as a group for each deviation form pennit tenns that is required to be reported for the first time in this monitoring report fonn. This page may be used to report three sepcrate deviations. Copy of this page as many times as necessary to include all such dieviations. Include all such deviations, including those that occurr during starup, shutdown, malfunctions, and upset conditions. Question I: describe and cross reference the pennit tenns for which there is a deviation. Question 2: list Emission unit ID (if not available, identify by some other method) where the deviation occurred. Question 3: Repo11 the beginning and ending times for each deviation, use the 24-hour clock. Question 4: Briefly explain (If known) the probably cause of each deviation from pcnnit tenns. Question 5: If any corrective actions or prentative measures were taken to avoid these same types of deviation at the same emissions units, briefly describe them. If known include dates when such actions or measures were taken or will be taken in the future. 

I. Penni! Tem1 for Which There is a Deviation: 2, Emission Units (unit IDs): 3 Time Period: Date (mo/day/yr) Time (hr:min) Time Zone 

"See attached pages" 01 
Beginning I I 
Ending I I 

Permit Condition II. E. 2 
4.Probable Cause of Deviation: 5. Corrective Actions or Preventive Measures Taken: 

I. Pem1it Tenn for Which There is a Deviation: 2, Emission Units (unit IDs): 3 Time Period: Date (mo/day/yr) Time (hr:min) Time Zone 
Beginning I I 
Ending I I 

4.Probable Cause of Deviation: 5. Corrective Actions or Preventive Measures Taken: 

I. Pem1it Tenn for Which There is a Deviation: 2, Emission Units (unit IDs): 3 Time Period: Date (mo/day/yr) Time (hr:rnin) Time Zone 
Beginning I I 
Ending I I 

4.Probable Cause of Deviation: 5. Corrective Actions or Preventive Measures Taken: 



Boiler 1 Excess Emissions 
Colmac Energy 

NOx ppm @3% 02 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 2/3/2020 10:55 AM, Boiler 1 Excess Emissions 

Action 

Page 1 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

NOx lb/mmbtu 30 SOD Rig Avg Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

Ce DAR Reports 213/2020 10:55 AM, Boiler 1 Excess Emissions 

Action 

Page 2 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

NOx lb/hr 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

NOx lb/hr 3-Hr Rolling 9/17/2019 7:00 AM 7:59 AM 1 hour 30.0 30.0 30.0 30 Wet 02 probe failed 

NOx lb/hr 3-Hr Rolling 12/11/2019 9:00 AM 9:59 AM 1 hour 31.0 31.0 31.0 30 02 wet analyzer 
inverter failed 

Total duration 2 hours 

CeDAR Reports 213/2020 10:55 AM, Boiler 1 Excess Emissions 

Action 

Probe was taked out of 
service and 
recalibrated 
E/I performed a single 
point calibrabration on 
the wet 02 

Page 3 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

NOx lbs/day Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:55 AM, Boiler 1 Excess Emissions 

Action 

Page 4 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

SO2 ppm @3% 02 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:55 AM, Boiler 1 Excess Emissions 

Action 

Page 5 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

SO2 ppm @3% 02 30 SOD Rig Avg Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:55 AM, Boiler 1 Excess Emissions 

Action 

Page 6 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

SO2 lb/mmbtu 30 SOD Rig Avg Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 2/312020 10:55 AM, Boiler 1 Excess Emissions 

Action 

Page 7 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

SO2 lb/hr 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

SO2 lb/hr 3-Hr Rolling 9/15/2019 9:00 PM 9:59 PM 1 hour 12.0 12.0 12.0 12 Hi SO2 for 3 hours, 

Total duration 1 hour 

CeDAR Reports 213/2020 10:55 AM, Boiler 1 Excess Emissions 

Action 

Reduced load. 
Increased air flow and 
limestone feede. 

Page 8 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

CO ppm @3% 02 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:55 AM, Boiler 1 Excess Emissions 

Action 

Page 9 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

CO lb/hr 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:55 AM, Boiler 1 Excess Emissions 

Action 

Page 10 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

NOx ppm @3% 02 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

NOx ppm @3% 02 3-Hr 9/19/2019 3:00 PM 4:59 PM 2 hours 95.0 95.0 95.0 94 Shut down 

Rolling 

Total duration 2 hours 

CeDAR Reports 213/2020 10:57 AM, Boiler 2 Excess Emissions 

Action 

Complete start up of 
unit and raise 
temperatures and NH3 
flow accordingly. 

Page 1 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

NOx lb/mmbtu 30 SOD Rig Avg Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:57 AM, Boiler 2 Excess Emissions 

Action 

Page 2 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

NOx lb/hr 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration 

NOx lb/hr 3-Hr Rolling 8/16/2019 10:00 AM 10:59 AM 1 hour 

Total duration 1 hour 

CeDAR Reports 213/2020 10:57 AM, Boiler 2 Excess Emissions 

Value Min Max 

30.0 30.0 30.0 

Limit 

30 

Reason 

Locked in calibration 
with a high number at 
the top of the hour. 

Action 

Completed calibration 
and numbers came 
into normal range. 

Page 3 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

NOx lbs/day Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:57 AM, Boiler 2 Excess Emissions 

Action 

Page 4 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

SO2 ppm @3% 02 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reporls 213/2020 10:57 AM, Boiler 2 Excess Emissions 

Action 

Page 5 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

SO2 ppm @3% 02 30 SOD Rig Avg Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:57 AM, Boiler 2 Excess Emissions 

Action 

Page 6 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

SO2 lb/mmbtu 30 SOD Rig Avg Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:57 AM, Boiler 2 Excess Emissions 

Action 

Page 7 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

SO2 lb/hr 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:57 AM, Boiler 2 Excess Emissions 

Action 

Page 8 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

CO ppm @3% 02 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:57 AM, Boiler 2 Excess Emissions 

Action 

Page 9 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

CO lb/hr 3-Hr Rolling Excess Emissions for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 10:57 AM, Boiler 2 Excess Emissions 

Action 

Page 10 of 10 



Parameter Start 

Boilers Stack Excess Emissions 
Colmac Energy 

Opacity% 3-Min Avg Excess Emissions for 8/2/2019 thru 2/2/2020 

End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 11 :00 AM, Boilers Stack Excess Emissions 

Action 

Page 1 of 2 



Parameter Start 

Boilers Stack Excess Emissions 
Colmac Energy 

Opacity% 6-Min Avg Excess Emissions for 8/2/2019 thru 2/2/2020 

End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 213/2020 11 :00 AM, Boilers Stack Excess Emissions 

Action 

Page 2 of 2 



Boiler 1 CEMS Downtime 
Colmac Energy 

NOx ppm @3% 02 CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason 

NOx ppm @3% 02 9/11/201911:00AM 11:59 AM 1 hour CEM out of service for 
maintenance. 

NOx ppm @3% 02 9/12/2019 8:00 AM 12:59 PM 5 hours CEM out of service for 
maintenance. 

NOx ppm @3% 02 9/16/2019 12:00 PM 12:59 PM 1 hour CEM out of service for 
maintenance. 

NOx ppm @3% 02 9/20/2019 12:00 PM 1:59 PM 2 hours CEM out of service for 
maintenance. 

NOx ppm @3% 02 10/5/2019 11 :00 PM 11:59 PM 1 hour CEM out of service for 
maintenance. 

NOx ppm @3% 02 10/8/2019 8:00 PM 11:59 PM 4 hours CEM out of service for 
maintenance. 

NOx ppm @3% 02 10/9/2019 12:00 AM 12:59 AM 1 hour CEM out of service for 
maintenance. 

NOx ppm @3% 02 10/27/2019 11 :00 AM 1:59 PM 3 hours CEM out of service for 
maintenance. 

NOx ppm @3% 02 11/4/2019 10:00 PM 11:59PM 2 hours Lost communication to CEM. 

NOx ppm @3% 02 11/5/2019 12:00 AM 1:59 AM 2 hours Lost communication to CEM. 

NOx ppm @3% 02 11/8/2019 8:00 AM 8:59 AM 1 hour CEM out of service for 
maintenance. 

NOx ppm @3% 02 11/9/2019 5:00 AM 6:59 AM 2 hours CEM out of service for 
maintenance. 

NOx ppm @3% 02 11/23/2019 12:00 AM 5:59 AM 6 hours CEM out of service for 
maintenance. 

Total duration 31 hours 

CeDAR Reports 213/2020 11 :00 AM, Boiler 1 GEMS Downtime 

Action 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM in 
service. 
Maintenance complete, CEM in 
service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Communication re-established, 
CEM back in service. 

Communication re-established, 
CEM back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Page 1 of 8 



Boiler 1 CEMS Downtime 
Colmac Energy 

NOx lb/mmBtu CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason Action 

NOx lb/mmBtu 9/11/2019 11 :00 AM 11:59 AM 1 hour CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

NOx lb/mmBtu 9/12/2019 8:00 AM 12:59 PM 5 hours CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

NOx lb/mmBtu 9/16/2019 12:00 PM 12:59 PM 1 hour CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

NOx lb/mmBtu 9/20/2019 12:00 PM 1:59 PM 2 hours CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

NOx lb/mmBtu 10/5/2019 11 :00 PM 11:59 PM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

NOx lb/mmBtu 10/8/2019 8:00 PM 11:59 PM 4 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

NOx lb/mmBtu 10/9/2019 12:00 AM 12:59 AM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

NOx lb/mmBtu 10/27/2019 11 :00 AM 1:59 PM 3 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

NOx lb/mmBtu 11/4/2019 10:00 PM 11:59 PM 2 hours Lost communication to CEM. Communication re-established, 
CEM back in service. 

NOx lb/mmBtu 11/5/2019 12:00 AM 1:59 AM 2 hours Lost communication to CEM. Communication re-established, 
CEM back in service. 

NOx lb/mmBtu 11/8/2019 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

NOx lb/mmBtu 11/9/2019 5:00 AM 6:59 AM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

NOx lb/mmBtu 11/23/2019 12:00 AM 5:59 AM 6 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

Total duration 31 hours 

CeDAR Reports 213/2020 11 :00 AM, Boiler 1 GEMS Downtime Page 2 of 8 



Boiler 1 CEMS Downtime 
Colmac Energy 

NOx lb/hr CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason 

NOx lb/hr 9/11/2019 11 :00 AM 11:59 AM 1 hour CEM out of service for 
maintenance. 

NOx lb/hr 9/12/2019 8:00 AM 12:59 PM 5 hours CEM out of service for 
maintenance. 

NOx lb/hr 9/16/2019 12:00 PM 12:59 PM 1 hour CEM out of service for 
maintenance. 

NOx lb/hr 9/20/2019 12:00 PM 1:59 PM 2 hours CEM out of service for 
maintenance. 

NOx lb/hr 11/4/2019 10:00 PM 11 :59 PM 2 hours Lost communication to CEM. 

NOx lb/hr 11/5/2019 12:00 AM 1:59 AM 2 hours Lost communication to CEM. 

NOx lb/hr 11/8/2019 8:00 AM 8:59 AM 1 hour CEM out of service for 
maintenance. 

NOx lb/hr 11/9/2019 5:00 AM 6:59 AM 2 hours CEM out of service for 
maintenance. 

NOx lb/hr 11/23/2019 12:00 AM 7:59 AM 8 hours CEM out of service for 
maintenance. 

NOx lb/hr 12/5/2019 3:00 AM 3:59 AM 1 hour Boiler Offline 

Total duration 25 hours 

CeDAR Reports 2/3/2020 11 :00 AM, Boiler 1 GEMS Downtime 

Action 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM in 
service. 

Communication re-established, 
CEM back in service. 

Communication re-established, 
CEM back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 

Page 3 of 8 



Boiler 1 CEMS Downtime 
Colmac Energy 

SO2 ppm @3% 02 CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason 

SO2 ppm @3% 02 9/11/201911:00 AM 11:59 AM 1 hour CEM out of service for 
maintenance. 

SO2 ppm @3% 02 9/12/2019 8:00 AM 12:59 PM 5 hours CEM out of service for 
maintenance. 

SO2 ppm @3% 02 9/16/2019 12:00 PM 12:59 PM 1 hour CEM out of service for 
maintenance. 

SO2 ppm @3% 02 9/20/2019 12:00 PM 1:59 PM 2 hours CEM out of service for 
maintenance. 

SO2 ppm @3% 02 10/5/2019 11 :00 PM 11:59 PM 1 hour CEM out of service for 
maintenance. 

SO2 ppm @3% 02 10/8/2019 8:00 PM 11:59 PM 4 hours CEM out of service for 
maintenance. 

SO2 ppm @3% 02 10/9/2019 12:00 AM 12:59 AM 1 hour CEM out of service for 
maintenance. 

SO2 ppm @3% 02 10/27/201911:00 AM 1:59 PM 3 hours CEM out of service for 
maintenance. 

SO2 ppm @3% 02 11/4/2019 10:00 PM 11:59 PM 2 hours Lost communication to CEM. 

SO2 ppm @3% 02 11/5/2019 12:00 AM 1:59 AM 2 hours Lost communication to CEM. 

SO2 ppm @3% 02 11/8/2019 8:00 AM 8:59 AM 1 hour CEM out of service for 
maintenance. 

SO2 ppm @3% 02 11/9/2019 5:00 AM 6:59 AM 2 hours CEM out of service for 
maintenance. 

SO2 ppm @3% 02 11/23/2019 12:00 AM 5:59 AM 6 hours CEM out of service for 
maintenance. 

Total duration 31 hours 

CeDAR Reporls 213/2020 11 :00 AM, Boiler 1 CEMS Downtime 

Action 

Maintenance complete, CEM in 
service. 
Maintenance complete, CEM in 
service. 

Maintenance complete, CEM in 
service. 
Maintenance complete, CEM in 
service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Communication re-established, 
CEM back in service. 

Communication re-established, 
CEM back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Page 4 of 8 



Boiler 1 CEMS Downtime 
Colmac Energy 

SO2 lb/mmBtu GEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason Action 

SO2 lb/mmBtu 9/11/2019 11 :00 AM 11:59 AM 1 hour CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

SO2 lb/mmBtu 9/12/2019 8:00 AM 12:59 PM 5 hours CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

SO2 lb/mmBtu 9/16/2019 12:00 PM 12:59 PM 1 hour CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

SO2 lb/mmBtu 9/20/2019 12:00 PM 1:59 PM 2 hours CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

SO2 lb/mmBtu 10/5/2019 11 :00 PM 11:59 PM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

SO2 lb/mmBtu 10/8/2019 8:00 PM 11:59 PM 4 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

SO2 lb/mmBtu 10/9/2019 12:00 AM 12:59 AM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

SO2 lb/mmBtu 10/27/2019 11 :00 AM 1:59 PM 3 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

SO2 lb/mmBtu 11/4/2019 10:00 PM 11:59 PM 2 hours Lost communication to CEM. Communication re-established, 
CEM back in service. 

SO2 lb/mmBtu 11/5/2019 12:00 AM 1:59 AM 2 hours Lost communication to CEM. Communication re-established, 
CEM back in service. 

SO2 lb/mmBtu 11/8/2019 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

SO2 lb/mmBtu 11/9/2019 5:00 AM 6:59 AM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

SO2 lb/mmBtu 11/23/2019 12:00 AM 5:59 AM 6 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

Total duration 31 hours 

CeDAR Reports 213/2020 11 :00 AM, Boiler 1 GEMS Downtime Page 5 of 8 



Boiler 1 CEMS Downtime 
Colmac Energy 

SO2 lb/hr CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason 

SO2 lb/hr 9/11/201911:00AM 11 :59 AM 1 hour CEM out of service for 
maintenance. 

SO2 lb/hr 9/12/2019 8:00 AM 12:59 PM 5 hours CEM out of service for 
maintenance. 

SO2 lb/hr 9/16/2019 12:00 PM 12:59 PM 1 hour CEM out of service for 
maintenance. 

SO2 lb/hr 9/20/2019 12:00 PM 1:59 PM 2 hours CEM out of service for 
maintenance. 

SO2 lb/hr 11/4/2019 10:00 PM 11 :59 PM 2 hours Lost communication to CEM. 

SO2 lb/hr 11/5/2019 12:00 AM 1:59 AM 2 hours Lost communication to GEM. 

SO2 lb/hr 11/8/2019 8:00 AM 8:59 AM 1 hour CEM out of service for 
maintenance. 

SO2 lb/hr 11/9/2019 5:00 AM 6:59 AM 2 hours CEM out of service for 
maintenance. 

SO2 lb/hr 11/23/2019 12:00 AM 7:59 AM 8 hours CEM out of service for 
maintenance. 

SO2 lb/hr 12/5/2019 3:00 AM 3:59 AM 1 hour Boiler Offline 

Total duration 25 hours 

CeDAR Reports 213/2020 11 :00 AM, Boiler 1 GEMS Downtime 

Action 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM in 
service. 

Maintenance complete, GEM in 
service. 

Communication re-established, 
GEM back in service. 

Communication re-established, 
GEM back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, GEM 
back in service. 

Maintenance complete, CEM 
back in service. 
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Boiler 1 CEMS Downtime 
Colmac Energy 

CO ppm @3% 02 CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason Action 

CO ppm@3% 02 9/11/2019 11 :00 AM 11:59 AM 1 hour CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

CO ppm@3% 02 9/12/2019 8:00 AM 12:59 PM 5 hours CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

CO ppm@3% 02 9/16/2019 12:00 PM 12:59 PM 1 hour CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

CO ppm@3% 02 9/20/2019 12:00 PM 1:59 PM 2 hours CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

CO ppm@3% 02 10/5/2019 11 :00 PM 11:59 PM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO ppm@3% 02 10/8/2019 8:00 PM 11:59PM 4 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO ppm@3% 02 10/9/2019 12:00 AM 12:59 AM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO ppm@3% 02 10/27/2019 11 :00 AM 2:59 PM 4 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO ppm@3% 02 11/4/201910:00 PM 11:59 PM 2 hours Lost communication to CEM. Communication re-established, 
CEM back in service. 

CO ppm@3% 02 11/5/2019 12:00 AM 1:59 AM 2 hours Lost communication to CEM. Communication re-established, 
CEM back in service. 

CO ppm@3% 02 11/8/2019 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO ppm@3% 02 11/9/2019 5:00 AM 6:59 AM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO ppm@3% 02 11/23/2019 12:00 AM 7:59 AM 8 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO ppm@3% 02 11/23/2019 9:00 AM 9:59 AM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

Total duration 35 hours 

CeDAR Reports 213/2020 11 :00 AM, Boiler 1 GEMS Downtime Page 7 of 8 



Boiler 1 CEMS Downtime 
Colmac Energy 

CO lb/hr CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason 

CO lb/hr 9/11/2019 11 :00 AM 11:59 AM 1 hour CEM out of service for 
maintenance. 

CO lb/hr 9/12/2019 8:00 AM 12:59 PM 5 hours CEM out of service for 
maintenance. 

CO lb/hr 9/16/2019 12:00 PM 12:59 PM 1 hour CEM out of service for 
maintenance. 

CO lb/hr 9/20/2019 12:00 PM 1:59 PM 2 hours CEM out of service for 
maintenance. 

CO lb/hr 10/27/2019 2:00 PM 2:59 PM 1 hour CEM out of service for 
maintenance. 

CO lb/hr 11/4/2019 10:00 PM 11:59 PM 2 hours Lost communication to CEM. 

CO lb/hr 11/5/2019 12:00 AM 1:59 AM 2 hours Lost communication to CEM. 

CO lb/hr 11/8/2019 8:00 AM 8:59 AM 1 hour CEM out of service for 
maintenance. 

CO lb/hr 11/9/2019 5:00 AM 6:59 AM 2 hours CEM out of service for 
maintenance. 

CO lb/hr 11/23/201912:00AM 7:59 AM 8 hours CEM out of service for 
maintenance. 

CO lb/hr 11/23/2019 9:00 AM 9:59 AM 1 hour CEM out of service for 
maintenance. 

Total duration 26 hours 

CeDAR Reports 213/2020 11 :00 AM, Boiler 1 GEMS Downtime 

Action 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM 
back in service. 
Communication re-established, 
CEM back in service. 
Communication re-established, 
CEM back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
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Boiler 2 CEMS Downtime 
Colmac Energy 

NOx ppm @3% 02 CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason 

NOx ppm @3% 02 8/4/2019 10:00 AM 10:59 AM 1 hour CEM out of service for 
maintenance. 

NOx ppm @3% 02 9/9/2019 9:00 AM 1:59 PM 5 hours CEM out of service for 
maintenance. 

NOx ppm @3% 02 10/17/2019 7:00 PM 7:59 PM 1 hour CEM out of service for 
maintenance. 

NOx ppm @3% 02 11/3/2019 6:00 AM 6:59 AM 1 hour CEM out of service for 
maintenance. 

NOx ppm @3% 02 11/9/2019 3:00 PM 11:59 PM 9 hours CEM out of service for 
maintenance. 

NOx ppm @3% 02 11/10/2019 12:00 AM 12:59 PM 13 hours CEM out of service for 
maintenance. 

NOx ppm @3% 02 11/27/20191:00 AM 2:59 AM 2 hours CEM out of service for 
maintenance. 

NOx ppm @3% 02 1/18/2020 3:00 AM 11:59 AM 9 hours CEM out of service for 
maintenance. 

Total duration 41 hours 

CeDAR Reports 213/2020 11 :01 AM, Boiler 2 GEMS Downtime 

Action 

Maintenance complete, CEM in 
service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
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Boiler 2 CEMS Downtime 
Colmac Energy 

NOx lb/mmBtu GEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason 

NOx lb/mmBtu 8/4/2019 10:00 AM 10:59 AM 1 hour CEM out of service for 
maintenance. 

NOx lb/mmBtu 9/9/2019 9:00 AM 1:59 PM 5 hours CEM out of service for 
maintenance. 

NOx lb/mmBtu 10/17/2019 7:00 PM 7:59 PM 1 hour CEM out of service for 
maintenance. 

NOx lb/mmBtu 11/3/2019 6:00 AM 6:59 AM 1 hour CEM out of service for 
maintenance. 

NOx lb/mmBtu 11/9/2019 3:00 PM 11:59 PM 9 hours CEM out of service for 
maintenance. 

NOx lb/mmBtu 11/10/2019 12:00 AM 12:59 PM 13 hours CEM out of service for 
maintenance. 

NOx lb/mmBtu 11/27/20191:00AM 2:59 AM 2 hours CEM out of service for 
maintenance. 

NOx lb/mmBtu 1/18/2020 3:00 AM 11:59AM 9 hours CEM out of service for 
maintenance. 

Total duration 41 hours 

CeDAR Reports 2/3/2020 11:01 AM, Boiler 2 GEMS Downtime 

Action 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
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Boiler 2 CEMS Downtime 
Colmac Energy 

NOx lb/hr CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason 

NOx lb/hr 8/4/2019 10:00 AM 10:59 AM 1 hour CEM out of service for 
maintenance. 

NOx lb/hr 9/9/2019 9:00 AM 11:59 AM 3 hours CEM out of service for 
maintenance. 

NOx lb/hr 11/4/2019 10:00 PM 11:59 PM 2 hours Lost communication to CEM. 

NOx lb/hr 11/5/2019 12:00 AM 1:59 AM 2 hours Lost communication to CEM. 

NOx lb/hr 11/9/2019 5:00 AM 6:59 AM 2 hours CEM out of service for 
maintenance. 

NOx lb/hr 11/9/2019 3:00 PM 11:59 PM 9 hours CEM out of service for 
maintenance. 

NOx lb/hr 11/10/2019 12:00 AM 12:59 PM 13 hours CEM out of service for 
maintenance. 

NOx lb/hr 1/18/2020 3:00 AM 5:59 AM 3 hours CEM out of service for 
maintenance. 

Total duration 35 hours 

CeDAR Reports 213/2020 11:01 AM, Boiler 2 GEMS Downtime 

Action 

Maintenance complete, CEM in 
service. 

Maintenance complete, CEM 
back in service. 

Communication re-established, 
CEM back in service. 

Communication re-established, 
CEM back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, CEM 
back in service. 
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Boiler 2 CEMS Downtime 
Colmac Energy 

SO2 ppm @3% 02 CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason 

SO2 ppm @3% 02 9/9/2019 9:00 AM 1:59 PM 5 hours CEM out of service for 
maintenance. 

SO2 ppm @3% 02 10/17/2019 7:00 PM 7:59 PM 1 hour CEM out of service for 
maintenance. 

SO2 ppm@3% 02 11/3/2019 6:00 AM 6:59 AM 1 hour CEM out of service for 
maintenance. 

SO2 ppm @3% 02 11/9/2019 3:00 PM 11:59 PM 9 hours CEM out of service for 
maintenance. 

SO2 ppm @3% 02 11/10/2019 12:00 AM 12:59 PM 13 hours CEM out of service for 
maintenance. 

SO2 ppm @3% 02 11/27/20191:00AM 2:59 AM 2 hours CEM out of service for 
maintenance. 

SO2 ppm @3% 02 1/18/2020 3:00 AM 11:59 AM 9 hours CEM out of service for 
maintenance. 

Total duration 40 hours 

CeOAR Reporls 213/2020 11:01 AM, Boiler 2 CEMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
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Boiler 2 CEMS Downtime 
Colmac Energy 

SO2 lb/mmBtu CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason 

SO2 lb/mmBtu 9/9/2019 9:00 AM 1:59 PM 5 hours CEM out of service for 
maintenance. 

SO2 lb/mmBtu 10/17/2019 7:00 PM 7:59 PM 1 hour GEM out of service for 
maintenance. 

SO2 lb/mmBtu 11/3/2019 6:00 AM 6:59 AM 1 hour GEM out of service for 
maintenance. 

SO2 lb/mmBtu 11/9/2019 3:00 PM 11:59 PM 9 hours CEM out of service for 
maintenance. 

SO2 lb/mmBtu 11/10/2019 12:00 AM 12:59 PM 13 hours CEM out of service for 
maintenance. 

SO2 lb/mmBtu 11/27/20191:00 AM 2:59 AM 2 hours CEM out of service for 
maintenance. 

SO2 lb/mmBtu 1/18/2020 3:00 AM 11:59 AM 9 hours CEM out of service for 
maintenance. 

Total duration 40 hours 

CeDAR Reports 213/2020 11:01 AM, Boiler 2 GEMS Downtime 

Action 

Maintenance complete, GEM 
back in service. 

Maintenance complete, GEM 
back in service. 

Maintenance complete, GEM 
back in service. 
Maintenance complete, CEM 
back in service. 

Maintenance complete, GEM 
back in service. 

Maintenance complete, CEM 
back in service. 

Maintenance complete, GEM 
back in service. 
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Boiler 2 CEMS Downtime 
Colmac Energy 

SO2 lb/hr CEMS Downtime for 8/2/2019 thru 2/2/2020 
Parameter Start End Duration Reason 

SO2 lb/hr 8/4/2019 10:00 AM 10:59 AM 1 hour CEM out of service for 
maintenance. 

SO2 lb/hr 9/9/2019 9:00 AM 11:59 AM 3 hours CEM out of service for 
maintenance. 

SO2 lb/hr 11/4/2019 10:00 PM 11:59 PM 2 hours Lost communication to CEM. 

SO2 lb/hr 11/5/2019 12:00 AM 1:59 AM 2 hours Lost communication to CEM. 

SO2 lb/hr 11/9/2019 5:00 AM 6:59 AM 2 hours CEM out of service for 
maintenance. 

SO2 lb/hr 11/9/2019 3:00 PM 11:59 PM 9 hours CEM out of service for 
maintenance. 

SO2 lb/hr 11/10/2019 12:00 AM 12:59 PM 13 hours CEM out of service for 
maintenance. 

SO2 lb/hr 1/18/2020 3:00 AM 5:59 AM 3 hours CEM out of service for 
maintenance. 

Total duration 35 hours 

CeDAR Reports 213/2020 11 :01 AM, Boiler 2 GEMS Downtime 

Action 

Maintenance complete, CEM in 
service. 
Maintenance complete, CEM 
back in service. 
Communication re-established, 
CEM back in service. 
Communication re-established, 
CEM back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
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Boiler 2 CEMS Downtime 
Colmac Energy 

CO ppm @3% 02 CEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason 

CO ppm@3% 02 9/9/2019 9:00 AM 1:59 PM 5 hours CEM out of service for 
maintenance. 

CO ppm@3% 02 9/9/2019 3:00 PM 4:59 PM 2 hours CEM out of service for 
maintenance. 

CO ppm@3% 02 10/16/2019 1:00 PM 1:59 PM 1 hour CEM out of service for 
maintenance. 

CO ppm@3% 02 10/17/2019 7:00 PM 8:59 PM 2 hours CEM out of service for 
maintenance. 

CO ppm@3% 02 11/3/2019 6:00 AM 6:59 AM 1 hour CEM out of service for 
maintenance. 

CO ppm@3% 02 11/9/2019 3:00 PM 11:59 PM 9 hours CEM out of service for 
maintenance. 

CO ppm@3% 02 11/10/2019 12:00 AM 12:59 PM 13 hours CEM out of service for 
maintenance. 

CO ppm@3% 02 11/10/2019 4:00 PM 4:59 PM 1 hour CEM out of service for 
maintenance. 

CO ppm@3% 02 11/27/20191:00AM 4:59 AM 4 hours CEM out of service for 
maintenance. 

CO ppm@3% 02 1/18/2020 3:00 AM 11:59 AM 9 hours CEM out of service for 
maintenance. 

CO ppm@3% 02 1/18/2020 2:00 PM 3:59 PM 2 hours CEM out of service for 
maintenance. 

Total duration 49 hours 

CeDAR Reports 213/2020 11:01 AM, Boiler 2 GEMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 

Page 7 of9 



Boiler 2 CEMS Downtime 
Colmac Energy 

CO lb/hr GEMS Downtime for 8/2/2019 thru 2/2/2020 

Parameter Start End Duration Reason Action 

CO lb/hr 8/4/2019 10:00 AM 10:59 AM 1 hour CEM out of service for Maintenance complete, CEM in 
maintenance. service. 

CO lb/hr 9/9/2019 9:00 AM 11:59 AM 3 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO lb/hr 9/9/2019 3:00 PM 4:59 PM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO lb/hr 10/16/2019 1 :00 PM 1:59 PM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO lb/hr 10/17/2019 7:00 PM 8:59 PM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO lb/hr 11/3/2019 6:00 AM 6:59 AM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO lb/hr 11/4/2019 10:00 PM 11:59 PM 2 hours Lost communication to CEM. Communication re-established, 
CEM back in service. 

CO lb/hr 11/5/2019 12:00 AM 1:59 AM 2 hours Lost communication to CEM. Communication re-established, 
CEM back in service. 

CO lb/hr 11/9/2019 5:00 AM 6:59 AM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO lb/hr 11/9/2019 3:00 PM 11:59 PM 9 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO lb/hr 11/10/2019 12:00 AM 12:59 PM 13 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO lb/hr 11/10/2019 4:00 PM 4:59 PM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO lb/hr 11/27/2019 3:00 AM 4:59 AM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO lb/hr 1/18/2020 3:00 AM 5:59 AM 3 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

CO lb/hr 1/18/2020 2:00 PM 3:59 PM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

Total duration 46 hours 
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Boiler 2 CEMS Downtime Conflicts 
Colmac Energy 

NOx ppm @3% 02, NOx lb/mmBtu, NOx lb/hr, S02 ppm @3% 02, S02 lb/mmBtu, S02 lb/hr, CO 
ppm @3% 02 and CO lb/hr CEMS Downtime Conflicts for 8/2/2019 thru 2/2/2020 

There are 10 conflicts. 

11/4/2019 10:00 PM 

11/4/2019 11 :00 PM 

11/4/2019 10:00 PM 

11/4/2019 11 :00 PM 

11/4/2019 10:00 PM 

11/4/201911:00 PM 

11/4/2019 10:00 PM 

11/4/2019 11:00 PM 

11/4/2019 10:00 PM 

11/4/2019 11 :00 PM 

There is a GEMS downtime entry for NOx ppm @3% 02, but the monitor code indicates that the 
parameter was down/offline. 

There is a GEMS downtime entry for NOx ppm @3% 02, but the monitor code indicates that the 
parameter was down/offline. 

There is a GEMS downtime entry for NOx lb/mmBtu, but the monitor code indicates that the 
parameter was down/offline. 

There is a GEMS downtime entry for NOx lb/mmBtu, but the monitor code indicates that the 
parameter was down/offline. 

There is a GEMS downtime entry for SO2 ppm @3% 02, but the monitor code indicates that the 
parameter was down/offline. 

There is a GEMS downtime entry for SO2 ppm @3% 02, but the monitor code indicates that the 
parameter was down/offline. 

There is a CEMS downtime entry for SO2 lb/mmBtu, but the monitor code indicates that the 
parameter was down/offline. 

There is a CEMS downtime entry for SO2 lb/mmBtu, but the monitor code indicates that the 
parameter was down/offline. 

There is a CEMS downtime entry for CO ppm @3% 02, but the monitor code indicates that the 
parameter was down/offline. 

There is a CEMS downtime entry for CO ppm @3% 02, but the monitor code indicates that the 
parameter was down/offline. 
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Parameter 

Opacity % 6-Min Avg 

Opacity % 6-Min Avg 
Opacity% 6-Min Avg 
Opacity % 6-Min Avg 

Opacity % 6-Min Avg 

Opacity % 6-Min Avg 

Opacity% 6-Min Avg 

Opacity% 6-Min Avg 

Opacity % 6-Min Avg 
Opacity% 6-Min Avg 
Opacity% 6-Min Avg 

Boilers Stack CEMS Downtime 
Colmac Energy 

Opacity % 6-Min Avg CEMS Downtime for 8/2/2019 thru 2/2/2020 

Start End Duration Reason 

9/10/2019 5:30 AM 5:53 AM 24 minutes E&I performing PM on opacity 
monitor. 

9/10/2019 5:54 AM 6:29 AM 36 minutes Not specified 
10/23/2019 9:36 PM 9:41 PM 6 minutes Not specified 
11/4/201910:30 PM 11:59 PM 1 hour, 30 minutes Lost communication to GEM. 

11/5/2019 12:06 AM 12:59 AM 54 minutes Lost communication to GEM. 

11/5/2019 1 :06 AM 1:23 AM 18 minutes Lost communication to GEM. 

11/9/2019 5:42 AM 5:59AM 18 minutes GEM out of service for 
maintenance. 

11/9/2019 6:06 AM 6:41 AM 36 minutes GEM out of service for 
maintenance. 

12/5/2019 3:54 AM 3:59 AM 6 minutes Boiler Offline 
12/5/2019 2:06 PM 3:35 PM 1 hour, 30 minutes ST ACK CALIBRATION 
2/2/2020 8:06 AM 8:11 AM 6 minutes Not specified 

Total duration 6 hours, 24 minutes 

CeDAR Reports 213/2020 11 :01 AM, Boilers Stack GEMS Downtime 

Action 

Opacity PM complete, back in 
service. 

Communication re-established, 
GEM back in service. 
Communication re-established, 
GEM back in service. 
Communication re-established, 
CEM back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 

Calibration Complete 
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,;rt::(,''""''"'2t.':'P'1'J South Coast Air Quality Management District 

Form 500-N 
Title V .. Deviations, Emergencies & Breakdowns 

Mail To: 
SCAQMD 

P.O. Box4941 
Diamond Bar, CA 91765-0941 'This written report is in addition to requirements to verbally report certain types of incidents. Verbal reports may be made by 

caBing AQMD at 1-800-288-7664 (1-800-CUT-SMOG) or AQMD enforcementpe1sonnel. Tel: (909) 396-3385 
www.aqmd.gov 

Section I - Operator Information 
1. Facility Name {Business Name of Operator That Appears On Permit): 2. Valid AQMD Facility ID (Available On Permit Or Invoice Issued By 

Desert View Power AQMD): 
100154 

3. Address: 62300 Gene Welmas Drive, P.O. Box 758 
(where incident occurred) Street Address 

Mecca CA 92254-0758 
City State Zip 

4. Mailing Address: _S_a_m_e_a_s_a_b_o_v_e _________________________________ _ 
(if different from Item 3) Street Address 

Same as above 
City 

5. Provide the name, title, and phone number of the person to contact for further information: 

Kevin Lawrence Ops manager 
Name TiUe 

Section II - Reporting of Breakdowns, Deviations, and Emergencies 
1. Thls written notification is to report a(n): 

Type of Incident 

a. O Emergency under Rule 3002(g) 

b. D Breakdown under: 

0 Rule 430 {Non-RECLAIM) 

0 Rule 2004 (RECLAIM) 

0 Rule 218 (Non-RECLAIM) 
{See Rule 218(Q(3)] 

c. [E) Deviation with excess emissions 
[See TiUe V Permit, Section K, Condition No. 22B] 

d. D Other Deviation 
[See TiUe V Permit, Section K, Condition Nos. 22D & 23] 

Ve1bal Report Due• 

VVithin 1 hour of discoveiy 

For Rules 430 & 2004 - Within 1 hour of 
discovery. 

For Rule 218 -Within 24 hours or next business 
day for failure/shutdown exceeding 24 hours 

IMthin 72 hours of discovery of the deviation or 
shorter reporting period iF required by an 
applicable State or Federal Regulation. 

None 

Slate Zip 

(760) 262-1644 
Phone# 

Written Report Due 

Within 2 working days from when the emission limit was 
exceeded. 

For Rules 430 & 2004 -Within 7 calendar days after 
breakdown is corrected, but no later than 30 days from 
start of the breakdown, unless a written extension is 
granted. 

For Rule 218 - With required semi-annual reports. 

Within 14 days of discovery of the deviation. 

With required seni-annual monitoring reports. 

12:00 2. The incident was first discovered by: _A_nt_o_n_y_W_r_is_te_n ___________ on ___ 0_8_/1_6_/_2_0_1_9 _____ _ AM 
Name Date Time r. PM 

12:21 3. The incident was first reported by: _O_,__p_e_ra_t_o_r _#_8 ______________ on ___ 0_8_/1_6_/_2_0_1_9 ____ _ C AM 
Name of AQMD Staff Person Date Time (.~ PM a. '.,;· Via Phone 

b. C In Person Notification Number (Required):_5_7_5_4_4_2 ________ _ 

4. \.\'hen did the incident actually occur? ___ 0_8_/_16_/_2_0_1_9 _____ 1_2_:_0_0_ CAM 
Date Time (• PM 

Received By: Assigned By: Inspector: 

Daleffirne Received: DatefTirne Assigned: Dateffime Received Assignment: 

AQMD 
Date Delivered To Team: Date Reviewed Inspector Report: Date Inspected Facility: 

USE 
ONLY 

Team: I Sector: Breakdown/Deviation Notification No. Date Completed Report: 

Recommended Action: Cancel Notification Grant Relief Issue NOV No. Other: 

Final Action; Cancel Notification Grant Relief Issue NOV No. Other: 
© South Coast Air Quality Management District, Fonn 500-N (2,)14.07) 



5. Has !he incident stopped? a.<•' Yes, on: 08/16/2019 12:10 (' AM b.(· No 
Date Time (;' PM 

6. Vv'hat was the total duration of the incident? 0 01 
Days Hours 

7. For equipment with an opera~ng cycle, as defined in Rule 430 (b)(3)(A), 
08/16/2019 01:00 t'' when was the end ot the operating cycle during which the incident occurred? AM 

Dale Time (• PM 8. Describe the incident and identify each piece of equipment (by permit, application, or device number) affected. Attach photos (when available) of the affected equipment and attach additional pages as necessary. 
U2 CEM failed daily calibration at 10:20 on wet 02. The NOx lbs/hr was running high. When the E/1 tech put U2 back into cal to correct the failed wet 02 he locked the NOx lbs/hr at 40.17. With the 12revious 2 hours at 25.52 & 24.14 3hr average was 30.2 

9. The incident may have resulted in a: 
a. [&] Violation of Permit Condition(s): EPA permit CB-OP 99-01 section II.A. 1 

b. D Violation of AQMD Rule(s): 
10. \-\'hat was the probable cause of the incident? Attach additional pages as necessary, 

The probably cause was the shortened hour in which to capture data inflated because of the calibration time the 3 hour average was 0.20 above the 30.0 lbs/hr reguirement. 

11. Did the incident result in excess emissions? (~ No (.' Yes (Complete the following and attach calculations.) 

□ voe lbs IR) NOx 30.200 lbs Osox lbs 0H2S lbs 
□ co lbs □ PM lbs Oother: lbs gollutant 12. ForREClA/Mfac/lities Subject to Rule 2004 (i)(J) ONLY: If excess emissions of NOx and/or SOx were reported in Item 11, do you want these emissions to be counted when determining compliance with your annual allocations? 

a. C Yes, for: □ Nox Dsox b. c- No, for: □Nox Dsox 
If box 12(b) above is checked, include all information specified in Rule 2004(i)(3J(B) and (C}, as applicable. 

13. Describe the steps taken to correct the problem Q.e., steps taken to mitigate excess emissions, equipment repairs, etc.) and the preventative measures employed to avoid future incidents. Include photos of the failed equipment if available and attach additional pages as necessary. 
Unit 2 CEM passed calibration. The NOx lbs/hr was back down to normal and the next hour was 24.83 lbs/hr. 

14. Was the facility operating properly prior to the incident? 
a. ,:; Yes b. C No, because: 

15. Did the incf dent result from operator error, neglect or improper operation or maintenance procedures? 
a. C Yes b. r.· No, because: 

16. Has the facility returned to compliance? 
a. (' No, because: 

b. r. Yes (Attach evidence such as emissions calculations, contemporaneous operating logs or other credible evidence.) 

Section Ill - Certification Statement 
I certify under penalty of law that based on information and belief formed after reasonable inquiry, the statements and information in this document and in all attachments and other materials are true, accurate, and complete. 

For TI tie V Facilities ONLY: ~ I also certify under penalty of law that that I am the responsible official for this facility as defined in AQMD Regulation XXX. 
1·z:to~,~~:J7 pfa-,r ~ 2. Title of Responsible Official: 

Operations Manager Desrt View Power 
3. Print Name: {/" 4.Date: 

Kevin Lawrence 08/20/2019 
5. Phone#: 6. Fax#". 

(760) 262-1644 
7, Address of Responsible Official: 

62~300 Gene Welmas Dr Mecca CA 92254 Street# City Slate Zip 
© South Coast Air Quaity Management District, Form 500-N (2014.07) 



NOxppm NOx Hour 02% NOx ppm @3%02 lb/mmBtu 
00 8.8 43,0 63.6 0,089 
01 9.0 42.7 64.2 0.090 02 8.8 43.3 64.1 0.089 
03 8.9 42.3 63.1 0.088 
04 8.8 43.6 64.5 0.090 
05 8.8 43.7 64.6 0.090 06 8.6 43.8 63.7 0.089 
07 9.0 41.6 62.6 0.087 08 9.2 43.4 66.4 0.093 
09 8.5 57.3 82.7 0.115 
10 8.8 43.3 64.1 0.089 
11 8.7 38.5 56.5 0.079 
12 8,7 39,9 58.5 0.082 
13 lnval lnval lnval lnval 
14 lnval lnval lnval lnval 
15 lnvaf lnval lnval lnval 
16 lnval lnval lnval lnvat 
17 lnval lnval lnval lnval 
i8 lnval lnvaf lnval lnval 
19 lnval lnval lnval lnval 
20 lnval lnval lnvaf lnval 
21 lnval lnval lnval lnval 22 lnval lnval lnval lnval 
23 lnval lnval lnval lnval 

Average 8.8 43.6 64.5 0.090 Total 
30.oay Ring 

0.086 365-Day Ring 

CeDAR Reports 8/16/2019 1:16 PM, Boiler2 Daily emissions Report 

Colmac Energy 
Mecca, CA 

Boiler 2 Daily Emissions Report 
August 16, 2.019 

NOx lbs 

25.55 

24.87 

25.44 
25.36 
25.75 
25.67 
26.07 

24. 
25.52 
40.17 
24.83 
22.50 
23.29 

rnva! 
lnval 

lnval 

inval 
lnvaJ 
lnvaf 
lnval 

lnval 

lnval 

lnval 

lnval 

339.16 

Emission Limits 
Daily 30-Day Rolling NOx lbs• 648 N'Ox lb/mmBlu - 0.3 

S02 lb/mrnBtu - 1.2 

S02 ppm S02 
S02 ppm @3%02 lb/mmBtu SO2 lbs 

12.1 17.9 0.035 10.01 
11.0 16.5 0.032 8.90 
13.0 19.2 0.037 10.61 
12.7 ~8.9 0.037 10.61 
11.7 17.3 0.034 9.63 
9.2 13.6 0.026 7.49 

11.8 17.2 0.033 9.79 
13.7 20.6 0.040 11.06 
6 . .2 9.5 0.018 5.07 

. 8.7 12.6 0.024 8.42 
7.5 11.i 0.022 6.05 

10.5 15.4 0.030 8.50 
8.8 12.9 0.025 7.16 

Jnval lnval lnval lnval 
lnval lnval fnval lnval 
lnval lnval lnva( lnval 
lnval lnval lnval lnval 
lnval lnval tnval lnval 
lnval lnval lnval lnval 
lnval Jnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lrwal lnval 

10.5 15.6 0.030 
113.30 

0.028 
60541 

CO ppm co Process CO ppm @3%02 lb/mmBtu CO!bs Status 
10.0 14.8 0.013 3.62 Norma! 10.0 15.0 0.013 3.54 Normal 10.0 14.8 0.013 3.58 Normal 
10.0 14.9 0.013 3.66 Normal 10.0 14.8 0.013 3.59 Normal 10.0 14.8 0.013 3.58 Normal 
10.0 14.6 0.012 3.62 Normal 10.0 15.0 0.013 3.53 Normal 
10.0 15.3 0.013 3.59 Normal 10.0 14.4 0.012 4.28 Normal 10.0 14.8 0.013 3.50 Normal 
10.0 14.7 0.012 3.56 Normal 
10.0 14.7 0.012 3.56 Normal 
lnval lnval lnval lnval Normal 
lnva! lnval lnval lnval Normal 
lnval lnval lnval lnval Norma! 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval Inval lnval lnval Normal 
lnval lrwal lnval Jnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
Jnval Jnval lnval lnval Normal 

10.0 14.8 0.013 
47.2 

Page 1 of1 



Boiler 2 Excess Emissions 
Colmac Energy 

NOx lb/hr 3-Hr Rolling Excess Emissions for 8/16/2019 
Parameter Start End Duration Value Min Max Limit Reason 
NOx lb/hr 3-Hr Rolling 8/16/2019 10:00 AM 10:59 AM 1 hour 30.0 30.0 30.0 30 Not specified 

Total duration 1 hour 

Ce DAR Reports 811612019 1: 15 PM, Boiler 2 Excess Emissions 

Action 

Page 1 of 1 



South Coast Air Quality Management District 
Form soo .. N Mail To: 

:,> , . . . .. · ...... Title V • Deviations, Emergencies & Breakdowns it,".,-,'.i'.:"""'''''"''··~.;,, "This written report is in addition to requirements to verbally report certain types of incidents Verbal reports may be made by 

SCAQMD 
P.O.Box4941 

Diamond Bar, CA 91765-0941 

Tel: (909) 396-3385 
www.aqmd.gov 

V.'3:fr <!,ts~) calling AQMD at 1-800-288-7664 (1-800-CUT-SMOG) 01 AQMD enforcement personnel. 

Section I - Operator Information 
1. Facility Name {Business Name of Operator That Appears On Permit): 2. Valid AQMD Facility ID (Available On Permit Or Invoice Issued By 

Desert View Power AQMD): 
100154 

3. Address: 62-300 Gen Welmas Drive 
{where incident occurred) Street Address 

Mecca CA 92254-0758 
City State Zip 

4. Mailing Address: _s_a_m_e_a_s_a_b_o_v_e _________________________________ _ {if different from Item 3) Street Address 

City 
5. Provide the name, tiUe, and phone number of the person lo conlacf for further information: 

Kevin Lawrence Operations Manager 
Name TiUe 

Section II - Reporting of Breakdowns, Deviations, and Emergencies 
1. This written notification is to report a(n): 

Type of Incident 

a. D Emergency under Rule 3002(g) 

b. 0 Breakdown under: 

0 Rule 430 (Non-RECLAIM) 

0 Rule 2004 (RECLAIM) 

□ Rule 218 (Non-RECLAIM) 
/See Rufe 218(Q(3)] 

c. !RI Deviation with excess emissions 
(See Title V Permit, Section K, Condition No. 22B] 

d. D Other Deviation 
[See TiUe V Permit. Section K, Condition Nos. 22D & 23] 

Verbal Report Due-

Within 1 hour of discovery 

For Rules 430 & 2004 - Within 1 hour of 
discoveiy. 

For Rule 218 - Within 24 hours or next business 
day for failure/shutdown exceeding 24 hours 

Within 72 hours of discovery of the deviaUon or 
shorter reporting period if required by an 
applicable State or Federal Regulation. 

None 

State Zip 

(760) 262-1644 
Phone# 

Written Report Due 

Within 2 working days from when the emission limit was 
exceeded. 

For Rules 430 & 2004 - Within 7 calendar days after 
breakdown is corrected, but no later than 30 days from 
start of the breakdown, unless a written extension is 
granted. 

For Rule 218 - With required semi-annual reports. 

Within 14 days of discovery or the devialion. 

With required semi.annual monitoring reports. 

09:00 
2. The incident was first discovered by: _J_o_e_P_e_d_r_o_z_a _____________ on ___ 0_9_/_17_/_2_0_1_9 _______ _ <• AM Name Date Time (~ PM 

09:09 
3. The incident was first reported by: _J_o_e_P_e_d_ro_z_a _____________ on ___ 0_9_/1_7_/_2_0_1_9 _____ _ (; AM Name of AQMO Staff Person Date Time (" PM a. (.' Via Phone 

b. r In Person Notification Number {Required):_5_7_9_8_7_5 ________ _ 
4. \-\'hen did the incident actually occur? ___ 0_9_/_17_/_2_0_1_9 _____ 0_9_:_0_0_ r. AM 

C PM Date l'ime 

Received By: Assigned By: Inspector: 
Date/Time Received: Date/fime Assigned: Date/Time Received Assignment 

AQMD Date Delivered To Team: Date Reviewed Inspector Report: Date Inspected Facility: 

ONLY Breakdown/Deviation Notification No. Date Completed Report: 
USE T earn: I Sector: ________ __., ________ ...__ ________________ _._ _______________ _ 

Recommended Actlon: 

Final Action: 

Cancel Notification 

Cancel Notification 

© South Coast Air Quality Management Dislrict, Form 500-N (2014.07) 

Grant Relief 

Grant Relief 

Issue NOV No. __________ other: _________ _ 

Issue NOV No. __________ Other:. _________ _ 



5. Has the incident stopped? a. re- Yes, on: 09/17/2019 09:01 '.• AM b.(' No 
Date Time (' PM 

6. What was the total duration of the incident? 0 01 
Days Hours 

7. For equipment with an operating cycle, as defined In Rule 430 (b )(3)(A), 

(' AM 
when was the end of the operating cycle during which the incident occurred? 

Date Time (' PM 8. Describe the incident and identify each piece of equipment (by permit, application, or device number) affected. Attach photos (when available) of the affected equipment and attach additional pages as necessary. 

During the CEM daily calibration the wet 02 probe failed calibration. The wet 02 probe was re-calibrated. Once out of cal there were onl):'. 3 minutes left of data out of 60 minute average. This resulted in a NOx 37. 73 lb/hr and a 3 hr average of 30.1. 
9. The incident may have resulted in a: 

a. {g] Violation of Permit Condition(s): EPA permit CB-OP 99-01 Section 2.A.1 

b. 0 Violation of AQMD Rule(s): 
10. What was the probable cause of the incident? Attach additional pages as necessary. 

The wet 02 probe failing daily calibration. 

11. Did the incident result in excess emissions? (" No (ii Yes (Complete the following and attach calculations.) 

□ voe lbs l8J NOx 30.000 lbs Osox lbs 0 H2S lbs 
□ co lbs 0PM lbs 0 Other: lbs gollulant 

12. For RECLAIMfac;Jifies Subject lo Rule 2004 (i)(J) ONLY.· If excess emissions of NOx andfor sax were reported in Item 11, do you want these emissions to be counted when determining compliance with your annual allocations? 
a. r Yes, for: □ Nox Osox b. C' No, for: □ Nox Dsox 
If box 12(b) above is checked, include an infolTTlation specified in Rule 2004(i}(3)(B) and (C), as applicable. 

13. Describe the steps taken to correct the problem O.e., steps taken to mitigate excess emissions, equipment repairs, etc.) and the preventative measures employed to avoid future incidents. Include photos of the failed equipment if available and attach additional pages as necessary. 
Probe taken out and calibrated then placed back in service 

14. Was the facility operating properly prior to the incident? 
a. (.' Yes b. r- No, because: 

15. Did the incident result from operator error, neglect or improper operation or maintenance procedures? 
a. r Yes b. f• No, because: 

16. Has the facility retu med to compliance? 
a. c· No, because: 

b. i.• Yes (Attach evidence such as emissions calculaUons, contemporaneous operating logs or other credible evidence.) 

Section Ill - Certification Statement 
l certify under penalty of law that based on information and belief formed after reasonable inquiry, the statements and information in this document and in all attachments and other materials are true, accurate, and complete. 

For Title V Facilities ONLY: D I also certify under penalty of law that that f am the responsible official for this facllity as defined in AQMD Regulation XXX. 

1. Signature of r,,i::cia~ {/41~ 2. Title of Responsible Official: - President and CEO 
3. Print Name: 

,____,, 
4. Date: 

Charles Abbott 09/17/2019 
5. Phone#: 6. Fax#: 

(916) 596-2503 
7. Address of Responsible Official: 

2600 Capitol Ave Sacremento CA 95816 
Sl!eet# City State Zip 
lD South Coast Air Quality Management District, Form 500-N (2014.07) 



NOx ppm NOx Hour 02% NOx ppm @3%02 lb/mmBtu 

00 9.5 50.0 78.5 0.110 
01 9.5 48.8 76.6 0.107 
02 9.7 47.9 76.6 0.107 
03 9.9 46.1 7$.0 0.105 
04 9.6 50.5 80.0 0.112 
05 9,6 49.0 77.6 0.108 
06 9.6 45.9 72.7 0.101 
07 9.5 50.6 79.5 0.111 
08 9.8 27.3 44.0 0.061 
09 9.8 38.4 61.9 0.086 
10 9.8 38.4 61.9 0.086 
11 lnval lnval lnval lnval 
12 lnval lnval lnval lnval 
13 lnval lnval lnval lnval 
14 lnval lnval lnval lnval 
15 lnval lnval lnval lnval 
16 lnval lnval lnval lnval 
17 lnval lnval lnval lnval 
18 lnval lnval lnval lnval 
19 lnval lnval lnval lnval 
20 lnval lnval lnval lnval 
21 lnval rnval lrwal lnval 
22 lnval lnval lnval lnval 
23 lnval lnval lnval lnval 

Average 9.7 44.8 71.3 0.099 Total 
30-Day Ring 0.091 365-Day Ring 

CeDAR Reports 9/17/2019 11:32 AM, Boiler 1 Daily Emissions Repott 

Colmac Energy 
Mecca, CA 

Boiler 1 Daily Emissions Report 
September 17, 2019 

NOx lbs 

27.19 

26.68 

26.11 

25.38 

27.98 

26.81 

25.85 

37.73 
17.24 

24.77 

24.90 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

290.64 

Emission Limits 
Daily 30-Day Rolling 

NOx lbs- 648 NOx lb/mmBtu - 0.3 
S02 lb/mmBtu - 1.2 

SO2ppm S02 
S02 ppm @3%02 lb/mmBtu S02 lbs 

11.1 17.4 0.034 8.41 
15.5 24.3 0.047 11.79 
12.1 19.3 0.038 9.18 
13.8 22.5 0.044 10.57 
9.5 15.0 0.029 7.28 

10.0 15.8 0.031 7.57 
14.2 22.5 0.044 11.08 
13.4 21.0 0.041 13.95 
7.0 11.3 0.022 6.10 

10.9 17.6 0.034 9.76 
11.3 18.2 0.035 10.16 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval Jnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 

11.7 18.6 0.036 
105.85 

0.029 
62406 

CO ppm co Process 
CO ppm @3%02 lb/mmBtu CO lbs Status 

10.0 15.7 0.013 3.32 Normal 
10.0 15.7 0.013 3.33 Normal 
10.0 16.0 0.014 3.32 Normal 
10.0 16.3 0.014 3.35 Normal 
10.0 15.8 0.013 3.37 Normal 
10.0 15.8 0.013 3.33 Normal 
10.0 15.8 0.013 3.44 Normal 
10.0 15.7 0.013 4.53 Normal 
10.0 16.1 0.014 3.83 Normal 
10.0 16.1 0.014 3.93 Normal 
10.0 16.1 0.014 3.95 Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 

10.0 15.9 0.013 
39.7 

Page 1 of 1 



Boiler 1 Excess Emissions 
Colmac Energy 

NOx lb/hr 3-Hr Rolling Excess Emissions for 9/17/2019 
Parameter Start End Duration Value Min Max Limit Reason 
NOx lb/hr 3-Hr Rolling 9/17/2019 7:00 AM 7:59AM 1 hour 30.0 30.0 30.0 30 Not specified 

Total duration 1 hour 

CeDAR Reports 911712019 11:31 AM, Boiler 1 Excess Emissions 

Action 

Page 1 of 1 



I 

South Coast Air Quality Management District 
Form 500-N 
Title V - Deviations, Emergencies & Breakdowns 

Mall To: 
SCAQMD 

P.O.Box4941 
Diamond Bar, CA 91765-0941 1"his written report is in addition to requirements to verbally report certain types of incidents. Verbal reports may be made by 

calling AQMD at 1-800-288-7664 (1-800-CUT-SMOG} or AQMD enforcement personnel. Tel: (909) 396-3385 
www.aqmd.gov 

Section I ~ Operator Information 
1. Facility Name (Business Name of Operator That Appears On Permit): 2. Valid AQMD Facility ID (Available On Permit Or Invoice Issued By 

Desert View Power AQMD): 
100154 

3. Address: 62300 Gene Welmas Drive, P.O. Box 758 
(where incident occurred) Street Address 

Mecca CA 92254-0758 
City State Zip 

4. Mailing Address: Same as above (if different from Item 3) -------------------S-t-re-et_A_d-dr-es_s __________________ _ 

Same as above 
City 

5. Provide the name, title, and phone number of the person to contact for further information: 

Kevin Lawrence Operations manager 
Name Tille 

Section II - Reporting of Breakdowns, Deviations, and Emergencies 
1. This written notification is to report a(n): 

Type of Incident 

a. D Emergency under Rule 3002(g) 

b. D Breakdown under; 

0 Rule 430 (Non-RECLAIM) 

0 Rule 2004 (RECLAIM) 

0 Rule 218 (Non-RECLAIM) 
[See Rule 218(Q(3)1 

c. [8J Deviation with excess emissions 
[See Title V Pennit, Section K, Condition No. 22BJ 

d. D Other Deviation 
(See Title V Permit, Section K, Condition Nos. 22D & 23] 

Verbal Report Due* 

Within 1 hour of discovery 

For Rules 430 & 2004 - Within 1 hour of 
discovery, 

For Rule 218- Within 24 hours or next business 
day for faHure/shutdown exceeding 24 hours 

Within 72 hours of discovery of the deviation or 
shorter reporting period if required by an 
applicable State or Federal Regulation. 

None 

State Zip 

(760) 262-1644 
Phone# 

Written Report Due 

Within 2 working days from when the emission limit was 
exceeded. 

For Rules 430 & 2004 - Within 7 calendar days after 
breakdown is corrected, but no later than 30 days from 
start of the breakdown, unless a written extension is 
granted. 

For Rule 218 -With required semi-annual reports, 

Within 14 days of discovery of the deviation. 

With required semi-annual monitoring reports. 

03:00 2. The incident was first drscovered by: _A_n_t_o_n-"-y_W_r_is_te_n ____________ on ___ 0_9_/1_9_/_2_0_1 _9 _____ _ {~ 
AM 

Name Date Time (e PM 

06:00 3. The incident was first reported by: _O__,_p_e_ra_t_o_r_S_a_n_d_7 ___________ on ___ 0_9_/1_9_/_2_0_1 _9 ____ _ (~ AM 
Name of AQMD Staff Person Dale Time (. PM a. (•' Via Phone 

b. C In Person Notification Number(Required): 580481 and 580482 
4. When did the incident actually occur? ___ 0_9_/_1_9_/2_0_1_9 __ _ 03:00 r AM 

Date Time ·:•' PM 

Received By: Assigned By: Inspector: 

Date/Time Received: Date/Time Assigned: Date/Time Received Assignment: 

AQMD Date Delivered To Team: Date Reviewed Inspector Report: Date Inspected Facility: 
USE Team: 

ONLY I Sector: Breakdown/Deviation Notification No. Date Completed Report: 

Recommended Action: Cancel Notification Grant Relief Issue NOV No. Other. 

Final Action: Cancel Notification Grant Relief Issue NOV No. Other: 
© South Coast Air Quality Management District. Farm 500-N {2014.07) 



· ,'.' 09/19/2019 05:00 5. Has the incident stopped? a.,• Yes, on: ___________________ _ 
Date Time 

6. What was the total duration of the incident? ________ O __________ 0_2 __ _ 
Days Hours 

7. For equipment with an operating cycle, as defined In Rule 430 (b)(3)(A), 
when was the end of the operating cycle during which the incident occurred? 

t AM 
r• PM 

b. (~ No 

CAM 
~ ~ r™ 8. Describe the incident and identify each piece of equipment (hy permit, application, or device number} affected. Attach photos (when available) of the affected equipment and attach additional pages as necessary. 

We were shutting down Unit 2 when the CEM recorded the exceedance. CEM should have gone into shutdown and it did'nt. 

9. The incident may have resulted in a: 

a. [gJ Violation of Permit Condifion{s): EPA permit CB-OP 99-01 section If .A 1 

b. D Violation of AQMD Rule(s): 
10. What was the probable cause of the incident? Attach additional pages as necessary. 

Emission concentration limits (ppm) do not apply during the normal start up and shut down conditions for each boiler. Thus, exceedances within the permit limits during start up and shut down, as defined in the amendment, are not applicable. 
11. Did the incident result in excess emissions? r No t•~ Yes (Complete the following and attach calculations.) 
□ voe ______ lbs [RJ NOx 95.000 lbs D SOx ______ lbs 0 H2S ______ lbs 
D CO ______ lbs D PM ______ lbs D Other: ______ lbs pollutant 

12. For RECLAIM facilities Subject to Rule 2004 (i)(3) ONLY: If excess emissions of NOx and/or SOx were reported in Item 11, do you want these emissions to be counted when determining compliance with your anrual allocations? 
a. (' Yes, for: 0 NOx O SOx b. 1 No. for: 0 NOx O SOx 
If box 12(b) above is checked, indude all information specified in Rule 2004(i)(3)(B) and (C), as applicable, 

13. Describe the steps taken to correct the problem (l .e., steps taken to mitigate excess emissions, equipment repairs, etc.} and the preventative measures employed to avoid future incidents. Include photos of the failed equipment if available and attach additional pages as necessary. 
Unit 2 was brought back on line and to full load. 

14. Was the facility operating properly prior to the incident? 
a. r- Yes b. r No, because: 

15. Did the incident result from operator error, neglect or improper operation or maintenance procedures? 
a. ! Yes b. C•· No, because: 

16. Has the facility returned to compliance? 
a. C No, because: 

b. C. Yes (Attach evidence such as emissions calculations, contemporaneous operating logs or other credible evidence.) 

Section Ill - Certification Statement 
I certify under penalty of law that based on information and belief formed after reasonable inquiry, the statements and Information in this document and in all attachments and other materials are true, accurate, and complete. 

For litle V Facilities ONLY: rtify under penalty of law that that I am the responsible official for this facility as defined in AQMD Regulation XXX. 

2. Title of Responsible Official: 

Operations Manager 

4. Date: 

Kevin Lawrence 09/20/2019 
5. Phone#: 6. Fax#: 

(760) 262-1644 
7. Address of Responsible Official: 

62-300 Gene Welmas Drive Mecca CA 92254 Street# -Ci-ly ____________ ~
 Zip 

© South Coast Nr Quality Management District, Form 500-N (2014.07) 



Boiler 2 Excess Emissions 
Colmac Energy 

NOx ppm @3% 02 3-Hr Rolling Excess Emissions for 9/19/2019 
Parameter Start End Duration Value Min Max Limit Reason 

NOx ppm @3% 02 3-Hr 9/19/2019 3:00 PM 4:59 PM 2 hours 95.0 95.0 95.0 94 Shut down 
Rolling 

Total duration 2 hours 

CeDAR Reports 9/20/2019 1:05 PM, Boiler 2 Excess Emissions 

Action 

Complete start up of 
unit and raise 
temperatures and NH3 
flow accordingly. 

Page 1 of 10 



South Coast Nr Quality Management District 
Form500-N 
Title V - Deviations, Emergencies & Breakdowns 

Mail To: 
SCAQMD 

P.O. Box4941 
Diamond Bar, CA 91765-0941 ~. "This written report is in addition to requirements to verbally report certain types of incidents. Verbal reports may be made by ~ calling AQMD at 1-800-288-7664 (1-800-CUT-SMOG) or AQMD enforcement personnel. Tel: (909) 396-3385 

www.aqmd.gov 
Section· I - Operator Information 
1. Facility Name (Business Name of Operator That Appears On Permit): 2. Valid AQMD Facility ID (Available On Permit Or Invoice Issued By 

Desert View Power AQMD): 
100154 

3. Address: 62-300 Gene Welmas Dr. 
{where incident occurred) Street Address 

Mecca CA 92254 
City State Zip 

4. Mailing Address: _S_a_m_e_A_s_A_b_o_v_e _______________________________ _ (if different from Item 3) Street Address 

City 
5. Provide the name, titre, and phone number of the person to contact for further information: 

Kevin Lawrence Operations Manager 
Name Title 

Section II - Reporting of Breakdowns, Deviations, and Emergencies 
1. This written notification is fo report a(n}: 

Type of Incident 

a. D Emergency under Rule 3002{9) 

b. D Breakdown under: 

0 Rule 430 {Non-RECLAIM) 
0 Rule 2004 (RECLAIM) 

0 Rufe 218 (Non-RECLAIM) 
[~ee Rule 218(0{3)] 

c. (g] Deviation with excess emissions 
{See Title V Permit Section K, Condition No. 228] 

d. D Other Deviation 
[See TiUe V Penni~ Section K, Condition Nos. 22D & 23] 

Verbal Report Due• 

Within 1 hour of discovery 

For Rules 430 & 2004 • Within 1 hour of 
discovery. 

For Rule 218- Within 24 hours or next business 
day for failure/shutdown exceeding 24 hours 

Within 72 hours of discovery of the deviation or 
shorter reporting period if required by an 
appficabfe State or Federal Regutation. 

None 

Stale Zip 

(760) 262-1644 
Phone# 

Written Report Due 

Within 2 working days from when the emission limit was 
exceeded. 

For Rules 430 & 2004 - 1Nithin 7 calendar days after 
breakdown is corrected, but no later than 30 days from 
start of the breakdown, unless a written extension is 
granted. 

For Rule 218 - With required semi-annual reports. 

Within 14 days of discovery of the deviation. 

W~h required semi-annual monitoring reports. 

10:00 
2. The incident was first discovered by: _L_o_u_i_e_L_o....:.p_e_z _____________ on ___ 1_2_/1_1_/_2_0_19 _______ _ <-. MA Name Date Time C: PM 

10:16 
3. The incident wss first reported by: _O__,__p_e_ra_t_o_r _#_7 _____________ on ___ 1_2/_1_1_/2_0_19 _______ _ <-: AM Name of AQMD Staff Person Date Time r PM a. r._-:. Via Phone 

b. C In Person Notification Number (Required):_5_9_0_9_0_1 ________ _ 
4. When did the incident actually occur? ___ 1_2_/1_1_/2_0_1_9 _____ 1_0_:_00 __ (.' AM 

Date Time (' PM 

Received By: Assigned By: Inspector: 
Date/Time Received: Date/Time Assigned: Date/Time Received Assignment: 

AQMD Date Delivered To Team: Dale Reviewed Inspector Report: Date Inspected Facility: 

ONLY Breakdown/Deviation Nolification No. Date Completed Report: 
USE Team: I Sector: 

~-----------------.......... ---------------------L....--------------~ Recommended Action: 

Final Action: 

Cancel Notification 

Cancel Notificafion 
© South Coast Air Quanty Management District, Form 500-N {2014.07) 

Grant Relief 

Gran! Relief 

Issue NOV No. __________ Other: _________ _ 

Issue NOV No. Other: _________ _ 



h · d ~ 12/11/2019 11:00 
5. Hast emci enfstopped? a.<• Yes.on: ____________________ _ 

Date Time 
6. Whal was the total duration of the incident? _______ O ___________ 0_1 __ _ 

Days Hours 

(a AM 
('. PM 

b.rNo 

7. For equipment with an operating cycle, as defined in Rule 430 (b}(3)(A), when was the end of the operating cycle during which the incident occurred? 12/11/2019 10:00 <- AM 
Date Time (~, PM 8. Describe the incident and identify each piece of equipment (by permit, application, or device number) affected. Attach photos (when available) of the affected equipment and attach additional pages as necessary. 

U1 CEM went into cal at 07:40. Upon completion of the cal U1 CEM failed 02 wet calibration. The E/1 tech took U1 CEM out of service to perform a single point cal on the 02 wet. U1 did not comeback out of cal untif 09:00. This elevated the hour average. 9. The incident may have resulted in a: 
a. !RI Violation of Permit Condition(s): EPA Permit CB-OP 99-01 II.A.15 

b. 0 Violation of AQMD Rule(s}: 
10. What was the probable cause of the incident? Attach additional pages as necessary. 

High NOx readings after U1 CEM came out of daily calibration. U 1 CEM failed the 02 wet and because of this there was less data to use for hour ending 09:00. That elevated that hour's average to 36.44. The 3 hour average is 30.0 lbs/hr. 
11. Did the incident result in excess emissions? 1 No C- Yes (Complete the following and attach calculations.} 

D voe ______ .lbs ~ NOx 30.800 lbs D SOx _______ lbs 0 H2S _____ lbs 
0 CO ______ lbs O PM lbs O Olher: ______ lbs pollutant 12. For RECLAIM facilities Subject lo Ruis 2004 (i)(J} ONL r: If excess emissions of NOx and/or SOx were reported in Item 11, do you want these emissions to be counted when determining compliance with your annual allocations? 

a. C Yes, for: D NOx D SOx b. r No, for. D NOx D SOx 
If box 12(b) above is checked. include all information specified in Rule 2004(i){3)(B) and {C). as applicable. 

13. Describe the steps taken to correct the problem (i.e., steps taken to mitigate excess emissions. equipment repairs, etc.} and the preventative measures employed to avoid future incidents. Include photos of the failed equipment if available and attach additional pages as necessary. 
After U1 CEM failed 02 wet our Ell tech performed a single point 02 calibration. Once out of cal the control room operator aised ammonia flow to lower 3•hr average. 

14. Was the facility operating properly prior to the incident? 
a. ~, Yes b. C: No, because: 

15. Did the incident result from operator error, neglect or improper operation or maintenance procedures? 
a. C Yes b. C.·. No, because: It was an equipment breakdown when the wet 02 failed calibration. 

16. Has the facility returned to compliance? 
a. r No, because: 

b. ~ Yes (Attach evidence such as emissions calculations. contemporaneous operating logs or other credible evidence.) 

Section Ill w Certification Statement 
I certify under penalty of law that based on information and belief formed after reasonable inquiry, the statements and information in this document and in all attachments and other materials ere true, accurate, and complete. 

t that I am the responsible official for this facility as defined in AQMD Regulation XXX. 
2. Title of Responsible Official: 

Plant Manager 
3. 

4.Date: 

Heath Hildebrand 12/11/2019 
5. Phone#: 6. Fax#: 

(760) 262-1600 
7. Address of Responsible Official: 

62-300 Gene Welmas Dr. Mecca CA 92254 Street# -Ci_ty ___________ ~
 Zip 

© Sou!h Coast Air Quality Management Dislricl, Form 500-N (2014.07) 



NOx ppm NOx 
Hour 02% NOx ppm @3%02 Jb/mmBtu 

00 8.8 46.0 68.0 0.095 
01 8.7 50.2 73.7 0.103 
02 8.8 43.6 64.5 0.090 
03 9.0 44.4 66.8 0.093 
04 8.8 47.0 69.5 0.097 
05 8.7 48.1 70.6 0.098 
06 8.7 46.5 68.2 0.095 
07 8.6 47.2 68.7 0.096 
08 8.3 51.8 73.6 0.103 
09 8.4 50.5 72.3 0.101 
10 lnval lnval lnval lnval 
11 lnval lnval lnval lnval 
12 lnval lnval lnval lnval 
13 lnval lnval lnval lnval 
14 lnval lnval lnval lnval 
15 lnval lnval lnval lnval 
16 rnval lnval lnval lnval 
17 lnvar lnval lnval lnval 
18 lnval lnval lnval lnval 
19 lnval lnval lnval lnval 
20 lnval lnval lnval lnval 
21 lnval lnval lnval lnval 
22 Inval lnval lnval lnval 
23 lnval lnval lnval lnval 

Average 8.7 47.5 69.6 0.097 
Total 

30-Day Ring 0.091 
365-Day Ring 

Colmac Energy 
· Mecca, CA 

Boiler 1 Daily Emissions Report 
December 11 , 2019 

NOx lbs 

26.13 

28.73 

24.82 

24.82 

26.62 

27.59 

26.11 

~6 44 l 59 
al 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

lnval 

277.11 

Emission Limits 
Daily 30-Day Rofling 

NOx lbs- 648 NOx lb/mmBtu - 0.3 
S02 lb/mmBtu - 1 .2 

S02 ppm S02 
S02ppm @3%02 lb/mmBtu SO2 lbs 

12.1 17.9 0.035 9.51 
13.6 20.0 0.039 10.84 
8.5 12.6 0.024 6.70 

10.1 15.2 0.029 7.88 
12.5 18.5 0.036 9.85 
8.0 11.7 0.023 6.37 
9.4 13.8 0.027 7.31 

16.3 23.7 0.046 13.10 
10.9 15.5 0.030 10.64 
7.5 10.7 0.021 5.86 

lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval lnval lnval lnval 
lnval Inval lnval lnval 
lnval Inval lnval lnval 
lnval lnval lnval lnval 

10.9 16.0 0.031 
88.06 

0.028 
61500 

CeDAR Reports 12/11/2019 10:41 AM, Boiler 1 Daily Emissions Reporl 

CO ppm co Process 
CO ppm @3%02 lb/mmBtu CO lbs Status 

10.1 14.9 0.013 3.48 Normal 
10.5 15.4 0.013 3.64 Normal 
10.0 14.8 0.013 3.47 Normal 
10.0 15.0 0.013 3.40 Norma! 
10.0 14.8 0.013 3.44 Normal 
10.1 14.8 0.013 3.53 Norma! 
10.0 14.7 0.012 3.42 Normal 
10.0 14.6 0.012 3.52 Normal 
10.0 14.2 0.012 4.28 Normal 
11.7 16.8 0.014 3.99 Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval Inval Inval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 
lnval lnval lnval lnval Normal 

10.2 15.0 0.013 
36.2 
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Boiler 1 Excess Emissions 
Col mac Energy 

NOx lb/hr 3-Hr Rolling Excess Emissions for 12/11/2019 
Parameter Start End Duration Value Min Max Limit Reason 
NOx lb/hr 3-Hr Rolling 12/11/2019 9:00 AM 9:59 AM 1 hour 31.0 31.0 31.0 30 Not specified 

Total duration 1 hour 

CeDAR Reports 12111/2019 11:32 AM, Boiler 1 Excess Emiss;ons 

Action 
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